










Emergency Battery Backup Wiring Diagram

After installation, secure fixture with (2)M4*20 inner 
hexagon screws tightly.
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Place the emergency driver and battery into part B, and fix them in the corresponding 
holes with screws(supplied by others), and connect wires according to the wiring diagram.

Emergency driver installation
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Remove (2)M4*20 inner hexagon screws and open the fixture.
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Quite los (2) tornillos hexagonales internos M4*20 y abra el dispositivo.
Retirez (2) vis hexagonales intérieures M4 * 20 et ouvrez le luminaire

Coloque el controlador de emergencia y la batería en la parte B y fíjelos en los orificios correspondientes 
con tornillos (suministrados por otros) y conecte los cables de acuerdo con el diagrama de cableado.
Placez le pilote d'urgence et la batterie dans la partie B, et fixez-les dans les trous correspondants avec 
des vis (fournies par d'autres), et connectez les fils selon le schéma de câblage.

Después de la instalación, asegure el accesorio con (2) tornillos 
hexagonales internos M4*20 firmemente
Après l'installation, fixez fermement le luminaire avec (2) vis 
hexagonales intérieures M4 * 20


